Abstract -In this paper, measurements of the absorption rate obtained in an adiabatic membrane based microchannel absorber using three different membranes characterized by their pore diameter, thickness and porosity are presented. The mass transfer resistance is mainly due to the resistance in the solution bulk that represents 85% of the overall mass transfer resistance. The influence of the driving force, that is, the pressure potential is also shown. When the pore size is reduced by 45%, the absorption rate is reduced accordingly. To obtain a similar absorption rate the pressure potential must augment in 1kPa to compensate for this reduction in pore size. Thickness of the membrane has a similar influence, confirming previous simulated results.
Introduction
The absorber is one of the most performance limiting and volume demanding components in absorption chillers. In these devices, a high mass transfer rate can be achieved by getting as much interfacial area as possible between the refrigerant vapour and the solution. A possibility is the use of membrane contactors in microchannel mass exchangers. A thorough review of this technology can be found in [1] . While a high number of numerical or analytical models exists in the literature, fewer experimental studies can be found. In H2O-LiBr applications, the absorption rate in a plate adiabatic absorber was measured for different membranes and a model was developed to analyse the effect of porosity, pore diameter and thickness, among other properties of the membranes in [2, 3] . In that case, the solution film thickness was 4mm. This thickness was afterwards considered too large to obtain convenient absorption rates [4, 5] . A cooled absorber using a superhydrophobic nanofibrous membrane with nominal pore size of 1 micron and 80% porosity was tested in [6, 7] . An absorption rate of about 0.006 kg/m 2 s, using channels of 100 micron thickness and a flow velocity of 5 mm/s was obtained. Adiabatic absorption was modelled and compared with cooled absorption in [8] using microchannels in the absorber. In the present work, measurements in an adiabatic absorber using porous fibers for the heat and mass transfer between the solution and the vapor phase is considered. The performance of the microchannel absorber is evaluated for three different membranes working with the H2O-LiBr solution-refrigerant pair.
Experimental set-up
The configuration considered for the absorber in the present study is shown in Fig.1 . It is a plate-and-frame membrane module consisting of a vapor channel, the contact membrane and the solution microchannels. The microchannels are mechanized in a stainless steel plate, and are 150m height and 1.5 mm width. A picture of the stainless steel plate and the microchannels is shown in Fig. 1 . The characteristics of the three compared membranes are summarized in Table1. A photograph of the experimental bench where the adiabatic absorber is tested is shown in Fig.2 . Two Coriolis type flowmeters (CFMS010M -Micromotion™), measure the mass flow rate and the density of the solution at the inlet and outlet of the absorber. The range of measurement for the mass flow rate is 0.002-110 kg/h with an uncertaintity of ± 0.1%. The range for the measured density is 0 to 5000kg/m 3 with an uncertainty of ± 0.5 kg/m 3 .Temperature is measured by PT100 thermoresistances (OMEGA series PR-17). The corresponding calculated uncertainty is ± (0.15+0.002*T) ºC. Pressure is measured with absolute pressure transducers (OMEGA PX409-005AI-EH) in a range of 0-5psi, with an uncertainty of ± 0.05% f.s. 
Experimental results
We are interested in comparing the mass transfer resistances corresponding to the different membranes and operating conditions. The overall mass transfer resistance is equal to:
Pv is the measured pressure in the vapour channel, while Ps in Eq. (1) is the partial pressure of the water vapour, calculated at the inlet measured solution temperature (Ts) and concentration (x). In the following, the difference Pv-Ps will be defined as the pressure potential, as it is the driving force of the process. The overall mass transfer resistance between water vapour and solution (ROV) in Eq. (1), includes the resistance to diffusion through the solution boundary layer (Rs) and the resistance to diffusion of water vapour through the membrane (Rm).
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The absorption rate across the membrane into the LiBr solution, J, depends on the measured mass flow rate of vapour absorbed and the mass transfer area (A):
In Eq. (2), the mass vapour absorbed mVA is obtained from the Coriolis flow meters. Results of the absorption rate, given a solution mass flow rate, are shown in Fig. 3 with, in bars, the standard deviation for each case. The higher the driving pressure potential, the higher absorption rate is obtained. Comparing the two membranes with equal pore diameter, when the thickness almost double, the pressure potential must also double to obtain a similar absorption rate. When comparing the effect of reducing the diameter pore from 1 micron to 0.45 micron, the absorption rate, for a given pressure potential is less than halved. This agrees with previous model results [2, 12] . For the experimental conditions used in the present work, the membrane is working in the transition flow regime. In this case, applying the thermal resistance analogy, the membrane mass transfer resistance Rm can be obtained as in [12] . According to this, Rm is inversely proportional to the pore diameter squared and linearly proportional to the membrane thickness. The results show the following values: the higher membrane mass transfer resistance is, as expected, for the membrane with the lower pore diameter and higher thickness and it is equal to 295 kPam 2 s/kg. For the same pore diameter, but lower thickness the membrane resistance decreases to 118 kPam 2 s/kg, which is the lower value. The 1m pore diameter membrane presents a resistance of 217.8kPam 2 s/kg. In the present case, for the combination of pore diameter and thickness, it results that the membrane resistance is lower for the 0.45m and low thickness. This agrees with the predictions of [2, 12] . For the given membrane characteristics, the importance of the two terms in Eq. (1) is represented in Fig.4 . It is seen that, for the membrane characteristics of our experiments, the bulk solution is the limiting resistance, being an 85% of the overall mass transfer resistance. This was not case in the experiments of [1, 2] , as the solution thickness in this case was much higher.
Conclusion
The higher thickness and low diameter pore oblige to work with higher pressure driving potentials to obtain a reasonable vapour mass flow rate absorbed. For the combination of flow regime and diameter pore, thickness and porosity in our experiments, the dominant resistance to mass transfer occurs in the solution boundary layer. Low pore diameter and high thickness increase this effect. ICMFHT 104-4 
